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LEAVE 12’ OF ELECTRICAL
CONDUCTOR CABLE COILED

UP AT BASE OF PIPE. CABLE
CONNECTION TO SOLAR

PANEL INSTALLED BY THE
DEPARTMENT.
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ﬂ - 2" SCHEDULE 80 PVC (RUN CONTINOUS
B TO TYPE I POLYMER CONCRETE
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- INSTALLED BY THE DEPARTMENT.
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REVISIONS

INCHES TO FEET-INCHES.

REMARKS

APPR.

12/28/06 | TIM| INCREASED PIPE HEIGHT AND REVISED NOTES.

2/24/05 |S.S. | REVISED DETAIL TITLES.
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